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SUBJECT: DUANE ARNOLD ENERGY CENTER - ISSUANCE OF AMENDMENT RE:
REVISED EXCESS FLOW CHECK VALVE SURVEILLANCE REQUIREMENTS
(TAC NO. MA5545)

Dear Mr. Protsch:

The U.S. Nuclear Regulatory Commission has issued the enclosed Amendment No.y3;to
Facility Operating License No. DPR-49 for the Duane Arnold Energy Center (DAEC). This
amendment consists of changes to the Technical Specifications (TS) in response to your
application dated April 12, 1999, as supplemented October 5 and October 8, 1999.

The amendment revises DAEC TS Surveillance Requirement (SR) 3.6.1.3.7 to allow a
representative sample of reactor instrumentation line excess flow check valves (EFCVs) to be
tested every 24 months, instead of testing each EFCV every 24 months.

A copy of the Safety Evaluation is also enclosed. Notice of Issuance will be included in the
Commission’s next biweekly Federal Register notice.

Sincerely,

Original signed by:
Brenda L. Mozafari, Project Manager, Section 1
Project Directorate Ill
Division of Licensing Project Management
Office of Nuclear Reactor Regulation
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UNITED STATES
NUCLEAR REGULATORY COMMISSION

WASHINGTON, D.C. 20555-0001

December 20, 1999

Mr. Eliot Protsch

President

IES Utilities Inc.

200 First Street, SE.

P.O. Box 351

Cedar Rapids, IA 52406-0351

SUBJECT: DUANE ARNOLD ENERGY CENTER - ISSUANCE OF AMENDMENT RE:
REVISED EXCESS FLOW CHECK VALVE SURVEILLANCE REQUIREMENTS
(TAC NO. MA5421) ‘

Dear Mr. Protsch:

The U.S. Nuclear Regulatory Commission has issued the enclosed Amendment No.230to
Facility Operating License No. DPR-49 for the Duane Arnold Energy Center (DAEC). This
amendment consists of changes to the Technical Specifications (TS) in response to your
application dated April 12, 1999, as supplemented October 5 and October 8, 1999.

The amendment revises DAEC TS Surveillance Requirement (SR) 3.6.1.3.7 to allow a
representative sample of reactor instrumentation line excess flow check valves (EFCVs) to be
tested every 24 months, instead of testing each EFCV every 24 months.

A copy of the Safety Evaluation is also enclosed. Notice of Issuance will be included in the
Commission’s next biweekly Federal Register notice.

Sincerely,

Brenda L. Mozafari, Project Manager, Section 1
Project Directorate il

Division of Licensing Project Management
Office of Nuclear Reactor Regulation
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SUBJECT: DUANE ARNOLD ENERGY CENTER - ISSUANCE OF AMENDMENT RE:
REVISED EXCESS FLOW CHECK VALVE SURVEILLANCE REQUIREMENTS
(TAC NO. MA5545)

Dear Mr. Protsch:

The U.S. Nuclear Regulatory Commission has issued the enclosed Amendment No.,3gto
Facility Operating License No. DPR-49 for the Duane Arnold Energy Center (DAEC). This
amendment consists of changes to the Technical Specifications (TS) in response to your
application dated April 12, 1999, as supplemented October 5 and October 8, 1999.

The amendment revises DAEC TS Surveillance Requirement (SR) 3.6.1.3.7 to allow a
representative sample of reactor instrumentation line excess flow check valves (EFCVs) to be
tested every 24 months, instead of testing each EFCV every 24 months.

A copy of the Safety Evaluation is also enclosed. Notice of Issuance will be included in the
Commission’s next biweekly Federal Register notice.

Sincerely,

Original signed by:
Brenda L. Mozafari, Project Manager, Section 1
Project Directorate 1l
Division of Licensing Project Management
Office of Nuclear Reactor Regulation
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Mr. Eliot Protsch
|[ES Ultilities Inc.

CcC:

Jack Newman, Esquire .

Al Gutterman, Esquire
Morgan, Lewis, & Bockius
1800 M Street, NW.
Washington, DC 20036-5869

Chairman, Linn County
Board of Supervisors
Cedar Rapids, 1A 52406

IES Utilities Inc.

ATTN: Richard L. Anderson
Plant Manager, Nuclear
3277 DAEC Road

Palo, IA 52324

David L. Wilson

Vice President, Nuclear
Duane Arnold Energy Center
3277 DAEC Road

Palo, IA 52324

Ken Peveler

Manager of Regulatory Performance
Duane Arnold Energy Center

3277 DAEC Road

Palo, IA 52324

U.S. Nuciear Regulatory Commission
Resident Inspector’s Office

Rural Route #1

Palo, IA 52324

Regional Administrator, RIll

U.S. Nuclear Regulatory Commission
801 Warrenville Road

Lisle, IL 60532-4531

Daniel McGhee

Utilities Division

lowa Department of Commerce
-Lucas Office Building, 5th floor
Des Moines, IA 50319

Duane Arnold Energy Center



