
Mr. D. N. Morey 
Vice President - Farley Project 
Southern Nuclear Operating 

Company, Inc.  
Post Office Box 1295 
Birmingham, Alabama 35201-1295

SUBJECT:

December 29, 1999

JOSEPH M. FARLEY NUCLEAR PLANT, UNITS 1 AND 2 - ISSUANCE OF 
AMENDMENTS RE: STEAM GENERATOR REPLACEMENTS 
(TAC NOS. MA4393 and MA4394)

Dear Mr. Morey: 

The Nuclear Regulatory Commission has issued the enclosed Amendment No. 147 to Facility 
Operating License No. NPF-2 and Amendment No. 138 to Facility Operating License 
No. NPF-8 for the Joseph M. Farley Nuclear Plant, Units 1 and 2. The amendments change the 
Unit 1 and Unit 2 Improved Technical Specifications (ITS) in response to your application of 
December 1, 1998, as supplemented by your letters of April 21, July 19, October 18, and 
November 11, 1999. The amendments revise the ITS to address changes associated with 
replacing the current Westinghouse Model 51 steam generators with Westinghouse Model 54F 
steam generators. The Unit 1 ITS set applies after you replace the Unit 1 steam generators in 
spring 2000 until you replace the Unit 2 steam generators in spring 2001. The Unit 2 ITS set 
applies after you replace both the Unit 1 and the Unit 2 steam generators.  

We are also enclosing a copy of our related safety evaluation. We will include a Notice of 
Issuance in the Commission's biweekly Federal Register Notice.  

Sinccely, 

L. Mark Padovan, Project Manager, Section 1 
Project Directorate II 
Division of Licensing Project Management 
Office of Nuclear Reactor Regulation

Docket Nos. 50-348 and 50-364

Enclosures: 1. Amendment No. 147 to NPF-2 
2. Amendment No. 138 to NPF-8 
3. Safety Evaluation

cc w/ encls: See next page
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UNITED STATES 
NUCLEAR REGULATORY COMMISSION 

WASHINGTON, D.C. 20555-0001 

December 29, 1999 

Mr. D. N. Morey 
Vice President - Farley Project 
Southern Nuclear Operating 

Company, Inc.  
Post Office Box 1295 
Birmingham, Alabama 35201-1295 

SUBJECT: JOSEPH M. FARLEY NUCLEAR PLANT, UNITS 1 AND 2- ISSUANCE OF 
AMENDMENTS RE: STEAM GENERATOR REPLACEMENTS 
(TAC NOS. MA4393 and MA4394) 

Dear Mr. Morey: 

The Nuclear Regulatory Commission has issued the enclosed Amendment No. 147 to Facility 
Operating License No. NPF-2 and Amendment No. 138 to Facility Operating License 
No. NPF-8 for the Joseph M. Farley Nuclear Plant, Units 1 and 2. The amendments change the 
Unit 1 and Unit 2 Improved Technical Specifications (ITS) in response to your application of 
December 1, 1998, as supplemented by your letters of April 21, July 19, October 18, and 
November 11, 1999. The amendments revise the ITS to address changes associated with 
replacing the current Westinghouse Model 51 steam generators with Westinghouse Model 54F 
steam generators. The Unit 1 ITS set applies after you replace the Unit 1 steam generators in 
spring 2000 until you replace the Unit 2 steam generators in spring 2001. The Unit 2 ITS set 
applies after you replace both the Unit 1 and the Unit 2 steam generators.  

We are also enclosing a copy of our related safety evaluation. We will include a Notice of 
Issuance in the Commission's biweekly Federal Register Notice.  

Sincerely, 

/ \AV" 0, 
L. Mark Padovan, Project Manager, Section 1 
Project Directorate II 
Division of Licensing Project Management 
Office of Nuclear Reactor Regulation 

Docket Nos. 50-348 and 50-364 

Enclosures: 1. Amendment No. 147 to NPF-2 
2. Amendment No. 138 to NPF-8 
3. Safety Evaluation

cc w/ encls: See next page



Joseph M. Farley Nuclear Plant

cc:

Mr. L. M. Stinson 
General Manager 
Southern Nuclear Operating Company 
Post Office Box 470 
Ashford, Alabama 36312 

Mr. Mark Ajluni, Licensing Manager 
Southern Nuclear Operating Company 
Post Office Box 1295 
Birmingham, Alabama 35201-1295 

Mr. M. Stanford Blanton 
Balch and Bingham Law Firm 
Post Office Box 306 
1710 Sixth Avenue North 
Birmingham, Alabama 35201 

Mr. J. D. Woodard 
Executive Vice President 
Southern Nuclear Operating Company 
Post Office Box 1295 
Birmingham, Alabama 35201 

State Health Officer 
Alabama Department of Public Health 
434 Monroe Street 
Montgomery, Alabama 36130-1701 

Chairman 
Houston County Commission 
Post Office Box 6406 
Dothan, Alabama 36302 

Resident Inspector 
U.S. Nuclear Regulatory Commission 
7388 N. State Highway 95 
Columbia, Alabama 36319

Rebecca V. Badham 
SAER Supervisor 
Southern Nuclear Operating Company 
P. O. Box 470 
Ashford, Alabama 36312


