
Westronics_ 
A subsidiary of Thermo Instrument Systems Inc.  

THIS IS A FOLLOW-UP TO A 1OCFR PART 21 NOTIFICATION 
CONTACT: Robert T. Agee 
Quality Assurance Manager 

March 15, 2000 

US Nuclear Regulatory Commission 
Document Control Desk 
Washington, DC 20555 

Subject: Withdrawal of 1OCFR Part 21 Notification, Westronics Model 1200BC Recorders 
Dated November 16, 1999 

This letter is a withdrawal of the notification of a potential defect associated with Westronics 
1200BC Nuclear Safety Related recorders, built under the Westronics 10CFR 50 Appendix B 
Program. The notification was dated November 16, 1999.  

Westronics Design Engineering developed a test which was provided to all customers of Series 
1200B Commercial Grade recorders and 1200BC Nuclear Safety Related recorders, to 
determined if the defective DC Power Input Harness Assembly was installed.  

Subsequent investigation has determined that none of the defective wiring harnesses identified in 
the 1OCFR21 notification of November 16, 1999, were installed in Westronics Series1200BC 
Nuclear Safety Related recorders. Therefore, the notification of a defect in accordance with 
1 OCFR Part 21 is withdrawn.  

Should you have any questions regarding the above, please contact the undersigned.  

Sincerely, 

Robert T. Agee 
Quality Assurance Manager 

cc: Manager, Nuclear Licensing, Perry Nuclear Station 
Nuclear Assessment, Entergy Operations/River Bend Station 
Sean McNelis, President, Westronics 
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