
Pilgrim License Renewal 
Inspection Exit Meeting 
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Nuclear Regulatory Commission 
Plymouth, MA 

January 30, 2007 
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Present Inspection Results to Entergy 
Provide Entergy 0.pportunity to 
Respond 

Aqenda 
Begin with General Process Discussion 
Conduct 
End with 

Exit Meeting 
Public Questions to NRC 
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License Renewal Process 

1 Environmental Track 
Environmental Impact Statement 

Inspection Report and Final SER 



Pilgrim Safety Review Track 

1/27/06 
LRA Received 

3/28/06 
FRN Published 

10/2/06 
RI-Scoping 

5/22/06 
AMP Audit 

0 7/27/08 
30mo. Decision 

1 1/27/07 
22mo. Decision 0 

0711 107 inspection (2nd week) 311 107 
SER With Open Items SER 

611 9/06 
AMR Audit 

0 

Opportunity for Hearing 
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3/28 - 5/2? 
Hearing 
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Safety Scope 

Safety Systems 

H Some Non-safety Systems 

H Systems Related to Special Regulations 



Performed by Region I 

Six inspectors for two weeks in 
September & October 2006 

Follow up in December 2006 



I n s pect i o n Activities 

Walk downs of plant systems & 
structures 

Review of Aging Management Programs 

Review of procedures and records 
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Inspection Results 

One open issue to be resolved during 
license renewal process - drywell 

Seven closed issues, including one with 
follow-up inspection 

I f  drywell issue resolved, reasonable 
assurance of management of aging 
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Non-safety systems directly connected 
to safety systems - unclear boundaries 

Additional Entergy evaluation effort 

w Follow-up inspection 



Heat Exchanger Monitoring 
Diesel Fuel Oil Monitoring 
Lube Oil Analysis 
Concrete Monitoring 

H Buried Piping Inspection 
Plant Stack Foundation 
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