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From: Christopher Grimes
To: Jared Wermiel; Jose Calvo
Date: Fri, Dec 10, 2004 4:48 PM
Subject: UFM Restart

After the failed attempt to explain the UFM end game to Jim & Brian, we started to make some progress
communicating and understanding, as we attempted to understand the nature of the EEIB "black box"
principle and the SRXB thermohydruaulics responsibilities (which Jose described as the safety basis the
instrument measurements serve).

I attempted to build on this dialog by asking for the two branches to reflect on their roles and craft a more
direct response to the allegations. That strategy has been derailed by the allegations that the allegations
process has failed to properly record the allegations.

This issue can only be resolved by the concerted efforts of your two branches to clearly define your roles
and responsibilities relative to the measurement of reactor power. We have not been able to reconcile
your shared responsibilities for the measurement uncertainty finding because of all the finger-pointing and
atmospheric distractions. SRXB continues to stand by the allegation responses IPSB crafted, but those
responses do not directly address the substance, as Jim and Brian asked (i.e., what role does the
proprietary data play and how can the "snap shot" efforts of the Task Team defend). Despite all the hype
and discontent, we still have not seen a written position from EEIB on the allegations (however you want to
write them). Conversely, while EEIB still staunchly defends the SE basis for Crossflow and the review
standard described in RIS 2002-03, SRXB would not concur in the X-Beam Crossflow SE, but has not
established a written position to explain what review standard they consider appropriate for the UFM
topicals.

While I'm on leave Dec 13 - 17, I challenge EEIB and SRXB to clarify the nature of the disagreement. I
think I understand the concept of "black box" instrument calibration that Angelo described, relative to the
SE basis for the Crossflow, but I don't understand how we can address the allegations when we treat the
instrument as a black box.

Therefore, I request that you get together and decide how you can work together to clarify how each
branch contributes to a decisison on the adequacy of power measurement practices and verification.
When I return, I'll arrange a meeting for DE and DSSA to understand how you would explain the extent to
which you can solve the problem in a briefing for the ET that can be accomplished in less than an hour.
Look as this as an opportunity to avoid a worse reputation than Fire Protection.

CC: Richard Barrett; Suzanne Black


