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,legulatory Docket File 
OWA ELECTRIc LIGHT AND POWER COMPANY 

General Office 

CEDAR RAPIDS, IOWA 
DUANE ARNOLD ENERGY CENTER 

PALO, IOWA 
DECEMBER 23, 1974 
DAEC - 74 - 426 

Mr. James Keppler, Director 
Regulatory Operations Regional Office 
U. S. Atomic Energy Commission 
799 Roosevelt Road 
Glen Ellyn, Illinois 60137 

SUBJECT: Abnormal Occurrence No. AO 50-331/74-53 
FILE: A-118a 

A-110 

Dear Mr. Keppler: 

In accordance with DAEC Technica'l Specifications, Section 
6.11.2A.1 this letter is intended as notification of an 
abnormal occurrance at the Duane Arnold Energy Center on 
December 22, 1974. This letter, telecopied to your office, 
is intended to satisfy the requirements for notification by 
telegram within 24 hours of an abnormal occurrence.  

Identification of Occurrence 

MOV 2300 inoperable (HPCI CST Isolation Valve), reportable in 
accordance with Appendix A, Operating License DPR-49, 
Specification 1.0.4.d..  

Description of Occurrence 

While conducting routine panel checks, the Reactor Operator 
observed that indicating lights on MOV 2300 were not functional.  
Further checks revealed that due to p failum of the 27P coil 
control power to the motor operator was not available. MOV 2300 
was in the normal open position.  

Investigation is continuing.  
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4F A formal written report will be submitted to the Office 
of Directorate of Regulatory Operations within 10 days of 
the subject abnormal occurrence.  

G. G. Hunt 
Chief Engineer 
Duane Arnold Energy Center 

RH:GGH:pd 

CC: E. G. Case 
C. W. Sandford 
J. A. Wallace 
E. L. Hammond 
B. R. York 
D. L. Wilson 
R. R. Rinderman 
L. D. Root 
H. W. Rehrauer - Chairman, Safety Committee 
G. A. Cook 
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