
IowA ELECTRic. LIGHT AND P OWER:CoM44pV 
DU*AtJ8 ARNOLD ENERGY'CIWTJER 

P'. 0. Box-. 351.  
Cedar Rapidso.-Iowa 52406 

DARC -76 -25T 

Ut~. James G. Keppler, Director 
Office of' Inspection and JRnforc ement -Region III 
V. S. Nuclear R~egulatory Commission.  
799 Roosevelt Roa~d 
Glen. EFlyn, Illinois 60137 

Subject: Prom~pt 1Vtif ication. of' a 
Report.able Occurrence.  

Dear-Mr. IKeppler: 

This letter, telecopied to your off'ide, is intended to satisfy- the 
requiremient f'or prompt, notif ication of' a Reportable Occurrence in. accordance 
with Specification 6 .11.2.a of' the Duane Ar-nold Energy Center Technical 
Spec ifications.  

Technical S vific-atlon paragraph(s) violated.-3..  

Description Occurrence:- During the -performance of' the Surveillance Tesat 
42BO18 the knnunciator- 0ard-f'Or-PDI1l39't -aefoCund* pulled. Thfs -alarm detectys 
a broken~ cor*-. spray- line betwen the reactor'vessl wall and core shroud.  

Very truLy yours, 

Chltef E~ngineer 
DuAne Arnold Energy Center 

DLV/OGIImIf 
76-51 
Director, Mnaement Information and ?rog ram Control (2)' 
U. S4 Nuclear Regulatory Commission 
'Washing~ton, D.C. 20555
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