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U. S. Atomirdc Energy CoMissio-n 
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SUBJECT, Abnormal Occurrence No. AO 50-331/75-1 
FILE: A-118a 

A-110 

Dear Mr. Keppler: 

In accordance with DAEC Technical Specifications, Section 
6.11.2A.1 this letter is intended as notification.of an.  
abnormal occurrence at the Duane Arnold Energy Center on, 
January 15, 1975. This letter, telecopied to-your office, 
is intended to satisfy the requirements for notification by 
telegram within 24 hours of an abnormal occurrence .  

Identification of Occurrence 

Out-of-calibration main steam line high-flow pressure differential 
indicating switches, reportable in accordance with Appendix A, 
Operating License DPR-49, Specification 1.0.4.b.  

Description of Occurrence 

During the performance of Surveillance Test Procedure 42A004 
Main Steam Line High Plow, it was determined that the following 
pressure differential indicating switches were out-of-calibration: 

PDIS 4432A PDIS 4434C 
PDIS 4436A PDIS 4436C 
PDIS 4438A PDIS 4434D 
PDIS 4432D PDIS 4436D 
PDIS 4434 PDIS 4438D 
PDIS 4436A
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The as-foun&. trip setting& of thxe 
iradIcated in.-the ten-day report.  
were slightly out-of-calibratIon, 
operable.

abcve Switches will be 
Although. the Switches.  
all were- mchanically

All swItches were re-calibrated inndately.  

A. formal written report will be submitted to the Office 
Of Directorate Of Regul~atory Operations withIMn 10 days of 
the subject abnormal occurrence, 

Chief Engineer 
Duane Ar~nold E~nergy Center
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