
 
March 5, 2013 

 
 
MEMORANDUM TO: Ryan Lantz, Branch Chief  

San Onofre Nuclear Generating Station Special Project 

FROM: Gerond George, Acting Senior Resident Inspector /RA/ 
San Onofre Nuclear Generating Station 

SUBJECT: 2012 IP 71111.11Q CONTROL ROOM OBSERVATION 
SAMPLES 

The purpose of this memorandum is to report the completion of the resident inspector quarterly 
review of licensed operator performance as required by Inspection Procedure 71111.11Q, 
“Licensed Operator Requalification Program and Licensed Operator Performance.”  Specifically, 
the resident inspectors observed licensed operator performance in the actual plant/main control 
room during the following periods of heightened activity or risk: 

 January 13-14, 2012, Unit 2, reactor coolant system drain to mid-loop conditions 

 May 3-4, 2012, Unit 3, reactor coolant system drain down to mid-loop conditions 

 September 10-13, 2012, Unit 3, reactor coolant system drain to reduced inventory 
conditions 

 October 1-3, 2012, Unit 3, refueling operations to off-load core to spent fuel pool 

 October 25-28, 2012, Unit 2, mode changes to establish Mode 3 plant conditions 

These inspection samples were performed, however, were not documented in the inspection 
reports for the 2012 inspection period. 

No findings of significance were identified during these reviews. 
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