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Tennessee Vaitey Authority. Post Office Box 2000, Decatur, Atabama 35609-2000

R.'. (Rick) Machon
Vice President, Browns Feny Nuctear Plant

February 7, 1995

U.S. Nuclear Regulatory Commission
ATTN: Document Control Desk
Washington, D.C. 20555

Dear Sir:
BROWNS FERRY 'NUCLEAR PLANT (BFN) - UNITS 1g 2g AND 3 - DOCKET
NOS 50-259i !50-260'ND 296 - FACZLZTY OPERATZNG LZCENSE DPR-33/
52i AND 68 - LZCENSEE EVENT REPORT 50-296/94002

The enclosed voluntary report concerns a deficiency regarding
Raychem tubing used for environmental qua'lification applications.
The tubing is used to insulate the splice connection of cables.
During. installation, the tubing could not be shrunk down to
provide a proper seal per the vendor specifications. This
condition is not reportable per 10 'CFR 50.72, '50.73, or Part,21.
:However,, because the deficiency may apply to Raychem tubing used
by other utilities, TVA is submitting this as a voluntary report.
If you have any questions or comments contact telephone Pedro
Salas at (205) 729-2636.

Sincerely,

R. D. Ma, on
Site Vi e President
PAB 1E-BFN

Enclosure
cc:. See page 2
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U.S. Nuclear Regulatory Commission
Page 2
February 7, 1995

Enclosure
cc (Enclosure)::

INPO Records Center
Suite 1500
1100 Circle 75 'Parkway
Atlanta, Georgia '30339

Paul Krippner
American Nuclear Insurers
Town Center, Suite 300S
29 South .Main Street
West Hartford, Connecticut 06107

NRC Resident Inspector
Browns Ferry Nuclear Plant
Route 12, Box .637
Athens', Alabama 35611

Regional Administrator
U.S. Nuclear Regulatory Commission
Region II
101 Marietta Street, NW, Suite 2900
Atlanta, Georgia 30323

Mr. J. F. Williams, Project Manager
U.S. Nuclear Regulatory Commission
One White Flint, North
11555 Rockville -Pike
Rockville, Maryland 20852
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