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Tennessee vasey Authority. post office Box 2000, Decatur, Afaoarna 35609.2000

R..D. (Rick) Machon
Vice President. Browne Ferry Nucfear Plant

February 27, 1995

U.S. Nuclear Regulatory Commission
ATTN: Document Control Desk
Washington, D.C. 20555

Dear Sir:

10 CFR 50.73

BROWNS FERRY NUCLEAR .PLANT (BFN) — UNITS 1 g 2 g AND 3 - DOCKET
NOS 50-259~ 50-260'ND 296 - FACILITY OPERATING LICENSE
DPR-33'2'ND 68 - LICENSEE EVENT REPORT 50-260/94008
REVISION 1

The enclosed report provides details concerning primary
containment penetrations and main steam isolation valve leak
rates exceeding their Technical Specification limits and is
submitted in accordance with 10 CFR 50.73('a)(2) (ii) .
Section VII of the report describes the commitment provided
in this report.

Sincerely.,

~<a'

R. D. Ma n
Site Vi e President

Enclosure
cc: See page 2
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U.S. Nuclear Regulatory Commission
Page 2
February '27, 1995

.Enclosure
cc (Enclosure):

INPO Records Center
Suite 1500
1100 Circle 75 Parkway

. Atlanta, Georgia 30339

Paul,Krippner
American Nuclear Insurers
Town Center, Suite 300S
29 South Main Street
West Hartford, Connecticut 06107

NRC Resident Inspector
Browns Ferry Nuclear Plant
Route 12, Box 637
Athens, A'labama 35611

Regional Administrator
U.S. Nuclear Regulatory Commission
Region II
101 Marietta Street, NW, Suite 2900
Atlanta, Georgia 30323

Mr,. J.. F. Williams, Project Manager
U.S. Nuclear Regulatory Commission
One White Flint, North
11555 Rockville Pike
Rockville, Maryland 20852
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