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FLORIDA POhNER II«UGHT COMPANY

August 30, 1978

PRN-.,LI-78-243

W «h

Mr. James P. O'Reilly, Director, Region II
Office of Inspection and Enforcement
U.S. Nuclear Regulatory Commission
101 Marietta Street, Suite 3100
Atlanta, Georgia 30303 Dh

«j
~ h

Dear Mr. O'Reilly:
REPORTABLE OCCURRENCE 335-78-27

ST. LUCIE UNIT 1
DATE 0" OCCURRENCE: JULY 31, 1978

TECHNICAL SPECIFICATION 3.6.5.1
VACUUM RELIEF VALVE

The attached Licensee Event Report is being submitted in
accordance with Technical Specification 6.9 to provide 30-day
notification of the subject occurrence.

Very truly yours,

Schmidt
Vice President
Power Resources

MAS/mid

Attachmen t
CC: Harold F. Reis, Esp.

Director, Office of Inspection and Enforcement (30)
Director, Office of Management Information and

Program Control (3)

782i30342

p'lh'ELPING

8UILO FLORIDA
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~Q2 Durin ower o eration a containment vacuum relief valve FCV-25-8 instr-
ment air supply low pressure, alarm was received. The instrument air suppl

to FCV-25-8 was isolated to stop the air leak, thus placing the valve in an

inoperable condition (failed closed). Action required by T.S. 3.6.5.1 was

initiated and FCV-25-8 was, repaired and restored to operable status in 2

hours, 26 minutes (well within the 4 hours allowed). This was the first
~Q6 occurrence of this t e at St. Lucie Unit l.
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The. cause of the instrument air supply low pressure alarm was a diaphragm-

leak in the solenoid valve which controls the instrurrent air su pl to

FCV-25-8. The solenoid valve was replaced and FCV-25-8 was returned to

I service. The valve is an ASCO Model 8316, 3/8 inch size, 125 VDC solenoid!
valve.
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