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SUdJECT DPR-19 DRESDEN NUCLEAR POWER STATION UNIT 2 NM N'

THIS WILL CONFIRM A CONVERSATION WITH W OGG OF YOUR OFFb2 ATg
:-

~o

1430 OLIVE THIS DATE CONCERNING INOPERASILITY OF 2/3 DIES $L
:

m
ENERATOR AT 0830 THIS DATE SnIFT SUPERVISOR DECLARED 2/

DIE _ EEL
ENERATOR INOPERABLE WHEN HE NOTED THAT LOAD WAS UNSTABLE AND
PACHINE COULD NOT BE LOADED TO FULL LOAD. INITIATED REQUIRED
SURVEILANCE FOR INOPERABLE DIESEL AND BEGAN INVESTIGATION
8 B STEPHENSON SUPERINTENDENT DRESDEN NUCLEAR POWER STATION * r.

COMMONWEALTH EDISON COMPANY RURAL ROUTE I MORRIS IL 60450 f' s),I
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