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EVENT DESCRil' TION AND PROSASLE CONSEQUENCES hI

Lo | 2 | | During normal Enit operation, the unit operator received down scale alarm on Reactor |

l o 13 | | Bldg Fuel Pool and Isolation Condenser Vent Radiation Monitor. The "B" Channel left |

[o |4; | downscale and placed in degraded equipment log. There was no effect on public health |

lo Is| I or safety, since redundant Channel "A" was operable. There was no previous evept of ;

Io Ie | | this kind. |
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CAUSE CESCRIPTION AND CORRECTIVE ACTIONS 27

;, ,o ; j The catise of this event was power loss due to loose connection in the power supply ,

cable. This cable was reconnected and channel "B" was back in service within 8 hours. ,;, ,,,g

No further corrective action deemed necessary. g, g
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DVR NO.
; Commonwealth Ed.ison STA UNIT YEAR NO.

e - 12 - 2 - 81 - 75

PART 1| Tl TLE OF DEV1ATION OC RE
-

Loce of Power Supply i*er process Monitors care riye>

SYSTEM AFFECTED 1700 PLANT CONDITIONS TESilNG

Process Radiation Run 2121 680

DESCRIPilON OF EVENT
Rsceived vent toonitor down scale alarm on 902-3 PNL. Investigation revealed power supply for

-

"B" Channel Isolation Condenser Vent Monitor, Reactor Bldg. Fuel Pool and Rx Bldg. Vent Monitor

Rs: ding 225V ("A" power supply at 595V).
DESCRIPTION OF CAUSE

Logo of power supply cause unknown

~~0THER APPLICABLE INFORMATION
Logged in degraded equipment log.

EQUIPMENT YE5 DR NO. WR NO. Bob Herbert 7/6/81
FAILURE NO - D14564

RESPONSIBLE SUPERVISOR DATE

PART 2 | OPERATING ENGINEERS COMMENTS
Powar supply repaired in less than 8 hours

SAFETY-
TYPE OF DEVI ATION EVENT OF POTENTIAL TECH SPEC NON-REPORTABLE ANNUAL RELATED

REPORTABLE Og URRENCE PUBLIC INTEREST VIOLATION OCCURRENCE REPORTI NG WR ISSUED
10CFR2114 DAY YES X YES X

_

|'|30 DAY IF,6 (Cy(CN NO NO_
.

REPORTABLE CCCURRENCE ACTION ITEM NO. PROMPT ON-SI TE NOTI FICATION
"#0

C. E. Sargent 7/7/81 1700
i E DATE TIME:Oct 81-45/03L-0

TITLE DATE TIME
_

24-HOUR NRC NOTIFICATION (Courtesy) PROMPT OFF-SITE NOTIFICATION

TPh Mike Jordan 7/6/81 31500 F. A. Palmer 7/8/81_ 9:04
REGION |ii DATE TIME TI TL E DATE TIME

TGM
REGION lli & COL CATE TIME TITLE DATE TIME

RESPONSI BLE COMP ANY O FFI CER INFOMAED Or 10 CFR 21
OON D I T I ON S AND THEIR DEPORT TO NPC * TITLE DATE TiMt.

John W. Wujciga 7/6/81
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