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ROCHESTER GAS AND ELECTRIC CORPORATION * 89 EAST AVENUE, ROCHESTER, N.Y.14649
'

JOHNE MAU H T4LfpMONE

v< ,> w. wns aat cocc m, 5 4 6 2 7OO

October 22, 1982

Mr. Ronald C. Ilayne s , Regional Administrator
U. S. Nuclear Regulatory Commission
Region I
631 Park Avenue
King of Prussia, PA 19406

Subject: LER 82-021/03L, Inoperable Check valve 362B
R. E. Ginna Nuclear Power Plant, Unit No. 1
Docket No. 50-244

Dear Mr. Ilaynes :

In accordance with Technical Soecifications, article 6.9.2.b.2,

" Conditions leading to operation in a degraded mode permitted

by a 1imiting condition for operation or plant shutdown required

|
by a limiting condition for operation", the attached Licensee

Event Report LER 82-021/03L-0 is hereby submitted.

Very Truly Yours,
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l J E. Maier

Attachment
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