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January 4, 1985

Mr. R.P. Denise, Director
Wolf Creek Task Force - -
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KMLNRC 85-007
Re: Docket No. STN 50-482
Subj: Final 10CFR50.55(e) Report - Main Steam

Isolation Valve Lockwashers (53564-K157)

Dear Mr. Denise:

This letter provides the final report provided pursuant to 10CFR50.55(e)
concerning lockwashers on the Main Steam Isolation Valves (MSIV) at Wolf
Creek Generating Station (WCGS) . This matter was initially reported by
Mr. H.K. Chernoff of Kansas Gas and Electric Company (KG&E) to Mr. Robert
Smith of the Nuclear Regulatory Commission, Region IV, on December 7, 1984.

During a portion of KG&E's seismic review program, a vendor recommendation
to install lockwashers on the MSIVs and Feedwater Isolation Valves (FWIVs)
four-way hydraulic valve mounting screws was identified. Field inspections
revealed that the recommended lockwashers had not yet been installed. This
recommendation has been implemented via a Startup Field Report (1-SU-122)
dispositioned to install the described lockwashers on the four-way hydraulic
valve mounting screws of the MSIVs and the FWIVs.

The aforementioned actions will be completed prior to fuel load. If you
have any questions concerning this subject, please contact me or Mr. Otto
Maynard of my staff.

Yours very truly,
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