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: Re: 10 CFR 50.73(a)(2)(i),

1 l
) !

| U.S. Nuclear Regulatory Commission
. Document Control Desk
'

Washington, DC 20555
i

This letter forwards Licensee Event Report (LER) 96-041-00, documenting an event
that occurred at Millstone Nuclear Power Station, Unit No. 2 on December 17,1996.
This LER is being submitted pursuant to 10 CFR 50.73(a)(2)(i).

The following are NNECO's commitments made within this letter. All other statements i

made within this letter are for information only.

B16144-01: As a result of this event, a procedure will be developed to control the
assembly / disassembly of the fuel transfer tube blind flange. This
procedure will include appropriate precautions to ensure that the LLRT
test connection / port will not be blocked during the installation of the
blind flange. This procedure will be completed prior to assembly of the
fuel transfer tube blind flange during the current outage.

Very truly yours,

NORTHEAST NUCLEAR ENERGY COMPANY
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J. A. Pr dd '-

Directpy - Millstone Unit No. 2 I I

cc: see page 2 |
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cc: W. D. Travers, Director of Special Projects -

) H. J. Miller, Region I Administrator '

i D. P. Beaulieu, Senior Resident Inspector (Acting), Millstone Unit No. 2 -

| D. G. Mcdonald, Jr., NRC Project Manager, Millstone Unit No. 2
!
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