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1901 Chouteau Avenue
*

Post 0Mce Box 149
e St. Louis. Missoun 63166.
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- UNION uarch 7, 1997 . Donald F. Schnell

i. Etscrme gar - ~ j
i 3El
: U. S. Nuclear Regulatory Commission
i ' ATTN: Document Control Desk

j

Mail Station P1-137 '

Washington, DC 20555-0001 ';

ULNRC-03547
'

TAC No. M81598
Gentlemen:;

1

' CALLAWAY PLANT
r DOCKET NUMBER 50-483
|- WESTINGHOUSE ALLOY 600
1 STEAM GENERATOR TUBE MECHANICAL PLUGS
} References: 1) ULNRC-2447 dated July 24, 1991

2) ULNRC-2658 dated July 2, 1992
.

3) ULNRC-3270 dated i,

September 26, 1995

NRC Bulletin 89-01 required licensees to

i,
repair or remove steam generator mechanical tube plugs
fabricated from thermally treated Inconel 500 material.

j- In Reference 3, we committed to remove all
; Alloy 600 hot leg plugs during the Spring 1992
; refueling outage. However, due to problems with the
i- removal process, the Alloy 600 plugs were repaired by l
4 installation of welded Inconel 690 plugs. This i

information was provided to the NRC in Reference 2.
,

. Reference 3 committed to repair or replace
] the cold leg plugs during Refuel 8 (Fall 1996) or

Refuel 9 (Spring 1998). All Westinghouse Alloy 600
i- plugs in the cold legs were replaced with mechanical

Inconel 690 plugs during Refuel 8.

All actions required by Bulletin 89-01 have
therefore been completed. If you have any questions-

concerning this information, please contact us.

Very truly yours,

9703170235 970307 'l /
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STATE OF MISSOURI )
) SS

CITY.'OF ST. LOUIS )

Donald F. Schnell, of lawful age, being first duly
sworn upon cath says that he Senior Vice Presidont-Nuclear
and an officer of_ Union Electric Company; that he has read i

the foregoing document and knows the content thereof; that.
he has executed the same for and on behalf of said company
with-full power and authority to do so; and that the facts

,

L

therein. stated are true and correct to the best of his
knowledge, information and belief. ;

,

9 }
By |/

iul f .'Schn' ell
/--)

bonald F.
Senior Vice President
Nuclear

~ SUBSC IBED nd sworn to before me this IltthCI- day ,

of f/ h 1997. |
,

h - h|
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- BAxBARA J. PFAFF
NOTARY PUBLIC-STATE OF MISSOURI

MY COMMISSION EXPIRES APRIL 22,1997

' ST. LOUIS COUNTX
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cc: M. H. Fletcher
Professional Nuclear Consulting, Inc.
19041 Raines Drive
Derwood, MD 20855-2432

Regional Administrator
U.S. Nuclear Regulatory Commission
Region IV
611 Ryan Plaza Drive
-Suite 400
Arlington, TX 76011-8064

Senior Resident Inspector
Callaway Resident Office
U.S. Nuclear Regulatory Commission
8201 NRC Road
Steedman, MO 65077

Kristine M. Thomas (2)
Office of Nuclear Reactor Regulation
U.S. Nuclear Regulatory Commission
1 White Flint, North,. Mail Stop 13E16

_!11555 Rockville Pike
Rockville, MD 20852-2738 j
Manager, Electric Department-
Missouri Public Service Commission
P.O. Box 360
Jefferson City, MO 65102
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