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December 12, 1985

PRELIMINARY NOTIFICATION OF EVENT OR UNUSUAL OCCURRENCE PN0-II-85-116

This preliminary notification constitutes EARLY notice of events of POSSIBLE safety or
public interest significance. The information is as initially received without verifi-
cation or evaluation, and is basically all that is known by the Region II staff on this
date.

FACILITY: Duke Power Company Licensee Emergency Classification:
McGuire Unit 2 Notification of Unusual Event
Docket No. 50-370 Alert
Cornelius, North Carolina Site Area Emergency

General Emergency
X Not Applicable

SUBJECT: UNSCHEDULED SHUTDOWN LONGER THAN 48 HOURS

Duke Power Company shut down McGuire Unit 2 yesterday to repair a steam generator tube leak
and to correct a low oil level in one of the unit's reactor coolant pumps.

Duke had planned to take the unit out of service on December 15 to correct the steam
generator leak, but advanced the shutdown time after the low oil level indication on the
reactor coolant pump was received. At the time of the shutdown, the steam generator leak
had reached 250 gallons a day, which is half the technical specification limit.

Restart of the unit is scheduled for December 26. McGuire Unit 1 is operating at 100
percent power.

Duke will announce this outage on its weekly plant status report which is made available to
the media.

The State of North Carolina has been informed.

This information is current as of 11 a.m. (EST) today.

Contact: H. C. Dance, 242-5533 V. L. Brownlee, 242-5583
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