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and Construction

General offices: 1945 West Pernall Road, Jackson, MI 49201 * (517) 78& O453

December 13, 1985

Mr J G Keppler, Regional Administrator
US Nuclear Regulatory Commission
Region III
799 Roosevelt Road
Glen Ellyn, IL 60137

MIDLAND ENERGY CENTER
DOCKET NOS 50-329 AND 50-330
RESPONSE TO IE BULLETIN 85-03
FILE: 1300, 0505.12 SERIAL: 32481

We received IE Bulletin 85-03, " Motor-Operated Valve Common Mode Failures
During Plant Transients Due to Improper Switch Settings," dated November 15,
1985.

With the Midland Energy Center currently being in a surveillance and maintenance
status, the requested valve operability program completion and reports will be
scheduled to be complete prior to the date established for issuance of the
Operating License.

This item will be entered into our Correspondence and Commitment Management
System for long term tracking.
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CC: CWright, NRC Region III

Document Control Desk, NRC
Washington, DC
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CONSUMERS POWER COMPANY
Midland Units 1 and 2

Docket No 50-329/50-330

Letter Serial 32481 Dated December 13, 1985

At the request of the Commission and pursuant to the Atomic Energy Act of
1954, and the Energy Reorganization Act of 1974, as amended and the Commis-
sion's Rules and Regulations thereunder, Consumers Power Company submits
Response to IE Bulletin 85-03, J W Cook to J G Keppler letter Serial 32481
dated December 13, 1985.

CONSUMERS POWER COMPANY

By [MI *

" James W Cook
Vice President

Sworn and subscribed before me this /9 day of December,1985.
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Notaty Public

DARDARA P. TOWNSEND
Notary Public, Jackson County, MI .

My Comraission Expiros Aug. 23,198$

My Commission Expires a n] / 9 f- J'
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