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1, Special inspection associatedwiththeAugust2020unplannedshutdowns:

Thespecialinspection's objectives aretoassessthecircumstancessurroundingthree
unplannedshutdowns thatoccurredatTurkeyPointNuclearGeneratingStation(Turkey
Point)onAugust17, August 19,andAugust20,2020;topromptlydisseminatethefacts,
conditions,circumstances, andcausesoftheevents;andtoidentifyappropriatefollow-up
actions.Thespecialinspection teamcompleteda1-weekonsiteevaluationfromAugust31-
September4,2020.Theteam continues toevaluatetheinformationobtainedonsite.

Thescopeoftheinspectionincludes thefollowing areas:

. reviewingthecircumstancesleading uptotheshutdownsonAugust17,19,and20,
2020,andactionstakenbythelicensee toaddressissuesrelatedtotheshutdowns;

. assessingreactoroperatorperformance andlicenseedecisionmaking;
reviewingtheadequacyofreactoroperator training;

evaluatingtheextenttowhichidentifiedissues havethepotentialtoimpactother
reactoroperatingcrews;
assessingwhethertherewereanyimplications related tooperatorsfeelingpressured
torestartthereactororthesite'ssafetyculture;and

. evaluatingequipmentreliabilityforthesystemsthatwere challenged duringthe
unplannedshutdownsthatoccurredonAugust17andAugust 20.(Equipment
reliabilitywasdeterminednottobeafactorintheAugust19 unplanned shutdown).

Theinspectionconclusionsandanyfindingswillbedocumentedinthe special inspection
team'sfinalreportwithin45daysofinspectioncompletion.Theinspection report is
expectedtobeavailableinearlyNovember2020.

2.ImpactsoftheRecentUnplannedShutdowns:

Noneofthethreeunplannedshutdownshadanimpactonpublichealthandsafety,
includingthesafetyofemployeesattheplant.TheNRCstaffdeterminedthattheAugust
19,2020,unplannedshutdownwasautomaticallyinitiatedbytheplant'sreactorprotection
system,andtheunplannedshutdownsonAugust17,andAugust20,2020,werestartedby
plantoperatorsbeforeanautomaticshutdownneededtobeinitiated.Plantsafetysystems
functionedasdesignedduringeachunplannedshutdown.

3.SafetyCultureatTurkeyPoint:

Recognizingthateventslikeunplannedshutdownsmaybeanindicatorof,ormayresult
from,undetectedsafetycultureissues,theNRCspecialinspectionincludesafocusedlook
atwhethersafetycultureissuesexist.Anyconclusionsmaderegardingsafetyculture,will
bedocumentedintheinspectionreport.
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4.NRC investigation offalsificationofrecordsrelatedtoinspectionandmaintenance:

OnJuly23, 2020, theNRCstaffissuedaninspectionreportthatincludedtheresultsofan
investigation that foundworkorderrecordsassociatedwithrequiredinspectionand
maintenanceof asafety-related checkvalveappearedtobefalsified,which,ifsubstantiated,
wouldbea violation ofregulatory requirements.'Thefinalenforcementdeterminationfor
thisapparentviolation willbemadefollowinganalternativedisputeresolutionsessionwith
thelicenseescheduled for November 2020.

5.2019NRCinspectionrelated tovalveinspectionsandmaintenance:

OnApril15,2019,theNRCstaff issued aninspectionreportthatdocumentedthreefindings
relatedtovalveinspectionsandmaintenance.2 Eachofthefindingswasdeterminedtobea
violationofNRCrequirements.Each violation wasindividuallyassessedforsignificance
anddeterminedtobeofverylowsafetysignificance, ora"green"finding.3

'Inspectionreport05000250/2020011and05000251/2020011(AgencywideDocumentsAccessand
ManagementSystem(ADAMS)AccessionNo.ML20205L316).
2Inspectionreport05000250/2019010and05000251/2019010(ADAMSAccessionNo.ML19105B281).
3TheviolationswereassessedusingestablishedNRCinspectionprocedures(NRCInspectionManual
Chapter0609,AppendixA).




