
Issue Date:  10/06/20 1 20-047 

 NRC INSPECTION MANUAL DRO 
Change Notice 20-047 

 DELETED:  TRANSMITTED: 
 
 Number Date Number Date 
 
1. IP 71111.05 08/07/19 IP 71111.05 10/06/20 
 
2. IP 71111.19 06/07/18 IP 71111.19 10/06/20 
 
3. IP 71111.20 12/20/18 IP 71111.20 10/06/20 
 
4. IP 71111.22 12/20/19 IP 71111.22 10/06/20 
 
TRAINING: No special training is required for any documents issued with this Change Notice. 
 
 
REMARKS: IP 71111.05, “Fire Protection, “ has been revised to (1) add inspection samples 

specifically for Vogtle 3 & 4 as identified in SECY-20-0050, “Planned Revisions 
To The Baseline Inspection Program For The AP1000 Reactor Design,” (ADAMS 
Accession No. ML20058F491), (2) remove guidance associated with inspecting 
Regulatory Treatment of Non-Safety Systems (RTNSS) for AP1000, and (3) 
remove reference to the Fire Protection licensing requirements for AP1000. 

 
 IP 71111.19, “Post Maintenance Testing,” has been revised to add AP1000 

sample requirements, and update references. 
 
 IP 71111.20, “Refueling and Other Outage Activities,” has been revised to add 

AP1000 inspection guidance.  Incorporated additional guidance related to PWR 
RCS venting and internal cooling (FBF 71111.20-2402). 

 
 IP 71111.22, “Surveillance Testing,” has been revised to change the AP 1000 

baseline sampling range from 5 to 9 to 5 to 7. add references for operating 
experience. 

 
 
 
 
 
EDITORIAL REVISIONS FROM PREVIOUS CHANGE NOTICES (As Required): 
 
 
DISTRIBUTION:  

  Standard 
  Official Use Only (OUO)-Security Related Information.  

 Please contact:  _______________ Phone:  ________ 
 

END 


