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Figure 3.4-1 – View Looking Southwest of the Representative Concrete Sections



Chapter 3 – Design of Structures, Systems, and Components Seismic Damage

SHINE Medical Technologies Rev. 0

Figure 3.4-2 – View Looking Northeast of the Representative Concrete Sections
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Figure 3.4-3 – Top View of the Representative Concrete Sections 
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Figure 3.4-4 – SSI Node Locations Plan View 
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Figure 3.4-5 – SSI Node Locations Elevation View, N-S Wall (Y = 0 Ft.)
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Figure 3.4-6 – SSI Node Locations Elevation View, N-S Wall (Y = 106.33 Ft.)
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Figure 3.4-7 – SSI Node Locations Elevation View, N-S Wall (Y = 163.33 Ft.)
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Figure 3.4-8 – SSI Node Locations Elevation View, E-W Wall (X = 0 Ft.)
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Figure 3.4-9 – SSI Node Locations Elevation View, E-W Wall (X = 148 Ft.)
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Figure 3.4-10 – SSI Node Locations Elevation View, E-W Wall (X = 198.33 Ft.)
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Figure 3.4-11 – SSI Node Locations Plan View, Elevation -10 Ft.



Chapter 3 – Design of Structures, Systems, and Components Seismic Damage  
 

SHINE Medical Technologies  Rev. 0 

 
Figure 3.4-12 – SSI Node Locations Plan View, Elevation 5 Ft. 
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Figure 3.4-13 – SSI Node Locations Plan View, Elevation 58 Ft.
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Figure 3.4-14 – SSI Node Locations Elevation View, N-S Wall (Y = -29 Ft.)


